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ADDENDUM NUMBER 1 
 
NOTICE: 
 
GENERAL:  
 
All Responses are provided for initial reference as part of the FOR CONSTRUCTION 
Documents dated December 3, 2025. Updates to drawings and/or project manual shall be 
provided in Addendum #2. 
 
MODIFICATIONS TO THE PROJECT MANUAL AND DRAWINGS: 
 

In the Form of Proposal (001119) 
the Section entitled ‘Owner’s 
Reference’ requires bidders to 
provide information associated with 
Honeywell equipment and material. 

This section ‘Owners Reference’ is being removed 
in its entirety from the Form of Proposal. Design 
team shall provide revised Form of Proposal with its 
removal in Addendum #2. 

Can you confirm the takeoff is 
correct (brick bases)? I know the 
legend shows two different shade 
hatchings for the pavers, but the 
plan shows three different shades of 
brick hatchings.  

Design team shall provide an updated landscape 
plan for Addendum #2 to clarify paver details and 
extents. 

Please confirm whether fume hoods 
require VAV exhaust control, hood 
monitors, and BAS integration, and 
identify the responsible contractor. 

Fume Hood is CV, provide local alarms only.  Do 
not tie fume hood into the BAS.  Fan shall be 
monitored and maintain CV operation at all times. 

Please confirm required duct 
material, routing approach, and any 
redundancy requirements for the 
fume hood exhaust system. 

Duct shall be 316 Stainless Steel, no redundancy 
requirements.  Duct shall eb routed veritcally 
striaght to the fan via a 2 hour rated shaft. 

Please confirm the extent of fire 
sprinkler modifications and whether 
existing piping is to be reused or 
replaced in renovation areas. 

There is no existing sprinkler system.  All sprinkler 
scope is new and shal cover the whole building. 

Please clarify whether existing 
ductwork requires cleaning, testing, 
or replacement, and what standard 
governs acceptance. 

Refer to 230510 for duct cleaning requirements. 

Please confirm BAS integration 
expectations, including: Who 
provides programming, Required 
graphics format, Required 
sequences of operation. 

All new BAS systems shall be incorporated with the 
OFCI equipment and integrated.  The BAS 
contractor shall provide all graphics and 
programming.  Refer to owners standards for 
graphics formatting.   

Please provide structural load 
requirements for rooftop units, fans, 
fume hood exhaust fans, and 
condenser supports 

RTU weights are provided on S-104. 4/S-401 also 
provides point load requirements on steel joists. 
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Please confirm that building permit 
fees, tap fees, impact fees, material 
testing, and special inspections will 
be provided by the Owner. 

Requirements are provided in Article 10 of the 
General Conditions. 

Can the bid date be extended by 
one week to allow adequate time to 
incorporate all changes expected in 
the upcoming addendum? 

No extension to the bidding period is being 
extended currently. 

Can we receive the approximate 
dates for university commencement 
and football games in order to 
coordinate traffic control and ensure 
construction operations are not 
hindered? 

UNCC will provide additional direction for the 
selected bidder. Bidders can reference scheduled 
dates via the University's website for tentative dates 
for football and commencement dates. 

Please confirm that any lead or 
asbestos removal, if encountered, 
will be performed by the Owner. 

Refer to Specification Section 02 4119 for 
Hazardous Material removal direction. Any 
hazardous materials encountered shall be removed 
by Owner. 

Is BIM modeling going to be 
required on this project? 

Refer to Specification Section 013100 for Digital 
Project Management Procedures. 

The details of the technology in the 
plans is not in the Project Manual for 
Division 27 - Technology. 
 
We are looking for: 
1. AV System Flow Drawings 
2. AV Equipment List 
3. AV Specifications / Scope of 
Work 
 
This work is not assigned to the GC 
in the Contractor Responsibility 
Matrix, so we are wondering if this 
could be coming in a separate bid 
phase after the project is assigned 
to a GC.  If so would you be able to 
tell us when that would be taking 
place? 
 
There is one item on the Matrix that 
does concern the GCs, that is the 
Projection Screens.  We do not see 
anything referencing the equipment 
list or specifications for mounting 
these products and how they will tie 
into the AV solutions. 

The following services were excluded from our 
base bid:  AV Systems 
Design/Specifications/Bidding/Construction 
Administration.  These are to be completed by the 
owner's AV team 

The monumental stairs have notes 
for intumescent fireproofing. Stair 
stringers do not typically require 
fireproofing. Please clarify why 
intumescent fireproofing is needed 
at the monumental stair framing.  

Intumescent fireproofing shall be removed from 
scope of project. Design team will issue updated 
drawings for coordination in Addendum #2. 
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What fire rating is required for the 
intumescent fireproofing at the 
monumental stairs? 

Intumescent fireproofing shall be removed from 
scope of project. Design team will issue updated 
drawings for coordination in Addendum #2. 

078123 specification lists a Level 3 
finish. This is not possible on the 
smaller members of the 
monumental stair structure. Is a 
spray texture orange peel finish 
acceptable? 

Intumescent fireproofing shall be removed from 
scope of project. Design team will issue updated 
drawings for coordination in Addendum #2. 

LS-001 lists columns supporting roof 
as 2 hr rated. Per Table 601 
footnote a of the 2018 NC Bldg 
Code, the fire ratings of primary 
structural frame (which included 
columns) is permitted to be reduced 
by 1 hr where supporting a roof 
only. Is a 1hr rating acceptable on 
the columns supporting roof? 

Reduction in rating is acceptable. Design team will 
issue updated drawings for coordination in 
Addendum #2. 

Delegated Design is called out for 
specifications 115346 Overhead 
Laboratory Service Carriers and 
123553.13 Metal Laboratory 
Casework, but not called out for 
115300 Laboratory Equipment or 
115313 Laboratory Fume Hoods. 
Please confirm lab scope trade 
partner is to include Delegated 
Design ONLY for specifications 
115346 and 123553.13. Please 
clarify where required. 

Delegated design only needs to be provided for 
section 115346 Overhead Laboratory Service 
Carriers, specifically 2.3 Custom-Fabricated Strut 
Frame Service Carriers, and 115300 Laboratory 
Equipment, specifically for supports for 2.2 
Compressed Air Reel Supports. 

Please confirm which trade partner 
is responsible for the 115346 
Overhead Service Carriers. 

Lab Contractor 

Please confirm who's responsible 
for providing 123616 Stainless Steel 
Sinks tagged as LSA. 

Lab Contractor 

Confirm if the tall cabinet shown on 
elevation 01/A-422 in Machine Shop 
103 is to be CFCI and part of the lab 
casework scope 

Confirmed 

Confirm the Metal Lockers, Item Tag 
xx.M.T.2.A.yy.PS as defined on 
sheet A-411 are to be by spec 
123553.12 and not by Div.10 

Confirmed 

Please confirm who's responsible 
for laboratory coat hooks shown on 
A-411 

Lab Contractor 

Please confirm Electrician is 
responsible for furnishing/installing 
electrical cord reels. 

Confirmed. Mounting of reels shall comply with 
details on A-414. 
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Will the landscape scope include 
anything in addition to the 
landscaping and irrigation? Site 
furnishings, lighting, etc. 

Site furnishings are defined by specification section 
323300. Landscape Architect cannot speak to how 
the site furnishing scope of work will be 
subcontracted by the General Contractor. Site 
lighting is represented in the Electrical Site Plan. 
Landscape Architect cannot speak to how the site 
lighting scope of work will be subcontracted by the 
General Contractor 

Who is the main contact for this 
project? (person and company they 
work for, address and contact info.) 

Primary point of contacts are provided in 
specification section 011000. Additional contacts for 
the project shall be provided prior to construction 
for the selected bidder. 

What is the project start date, as 
well as the approximate start date 
for landscaping? 

Tentative Notice-to-Proceed is March 2026, 
however, final date shall be determined by owner. 
Landscaping schedule shall be coordinated with 
selected GC. 

When is this bid due? Refer to Advertisement to Bid and Notice to 
bidders. 

Please provide a draft of the Prime 
contract agreement for this project? 

 

Can you please provide a budget for 
this project? 

Funding and budget allocation is public information 
per UNC Capital Planning, Design, and 
Construction. 

Do you have a list of companies that 
have service contracts already in-
place for this building? 

Information for existing service contracts is not 
available to share at this time. 

Can we please have the CAD file for 
the Civil drawings? 

Civil CAD file is being provided via a link for bidder 
reference. 

Is Buy American required for this 
job? 

Buy American requirements are not explicitly 
required, however, Contractors are expected to 
adhere to any NC State Laws and Statutes. 

For 1 Year Warranty Period; is that 
to start as each phase is turned 
over, or upon  
completion of all phases? 

Refer to Article 42 of the General Conditions for 
Warranty requirements. 

Please provide a list of documents 
"Bid Day Checklist" that need to be 
attached to the bid form for 
submission on bid day 

All bidding requirements are provided in the 
Instructions to Bidders provided in the General 
Conditions. 

Alternate spec section indicates a 
100 day reduction ( 550 days ) to 
the base bid  
Schedule.  However on pg. 2 on the 
"Form of Proposal" Alternate 7 says 
to provide a 90 day reduction.  
Please confirm that a 100 day 
reduction is what is required. 

A 100-day reduction is correct. Design team shall 
amend the specification section with the correct 
schedule in Addendum #2. 

Please verify if award is based on 
apparent low bidder based on Base 
Bid or Base Bid with Alternates. 

Final Award shall be determined for Base bid with 
Alternates. 

Please confirm what permits, 
licenses, and easements should be 
carried in the base bid  

Requirements are provided in Article 10 of the 
General Conditions. 

Contract agreement is not provided at this time.
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Please confirm if Builders Risk 
Insurance is by Owner 

Refer to the Form of Construction Contract. 

Please confirm if Prevailing Wages 
are applicable to this project 

No requirements for Prevailing Wages are required 
on this project. 

Please provide a specification for 
the roof drains, Hydrants, Floor 
Drain, Floor sink and Ice Maker 

Refer to 224200 for ice maker outlet box spec. 
Refer to 221413 for roof drains. Refer to 221316 for 
floor drains and sinks. Refer to 221119 for hydrants 
and hose bibbs. 

Please confirm that the Owner will 
be furnishing and installing all 
cabling and devices for Division 27 
and the contractor is responsible for 
rough-in only. 

Contractor responsibilities are called out on T-001 
responsibility matrix.  Owner is responsible for 
active network electronics 

Please confirm the height of the 
Large Wire Mesh Cage Storage. 

The height shall be 8'-6". 

Please confirm if the small and 
medium project lockers are standard 
metal lockers or wire mesh lockers. 

The small and medium-sized project lockers are in 
section 123553.13 and are based on standard 
metal casework tall storage cabinets.  

Please confirm that the tall cabinet 
shown on elevation 01/A-422 in 
Machine Shop 103 is to be CFCI. 

See response to RFI-21. 

Please confirm that AWP-1 is to be 
included in the base bid. It is shown 
in the hatched area on IF-102-B.1 
and IF-102-D.1, but is shown as a 
graphic on IF-102-B and IF-102-D. 

Work shown in hatched area is considered work in 
base bid or alternate depending upon referenced 
sheet. 

Please confirm that the building is 
free from asbestos. 

Refer to Existing Hazardous Materials Survey 
provided in Specification Section 009124. 

Please confirm that the building is 
free from lead paint. 

Refer to Existing Hazardous Materials Survey 
provided in Specification Section 009124. 

Does shoring require a stamped 
engineered drawing? 

Yes, the shoring design should be signed and 
sealed with calculations per the Submittals general 
notes on sheet S-002. 

With the involvement of every trade 
in nearly every alternate, can there 
be a separation of when the base 
bid and alternates are due? For 
example, the base bid is due at 2pm 
and the alternates are due at 3pm 
and everything is opened and read 
aloud at 3pm.  

No changes to bid opening time or date is being 
provided at this time. 

Would the Owner/Design Team 
consider extending the RFI deadline 
until after the 1st of the year? The 
best scenario would be extending 
until the day after the job walk so 
the subcontractors have a chance to 
look through the building and then 
pose their questions. 

No changes to RFI period is being provided at this 
time. 

Please clarify the quantities 
associated with each allowance. Are 
these quantities in addition to what 
we see on the drawings (eg GWC-

Please refer to 012100 Allowances Specification 
Section for definition of Allowances on this project. 
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01) or do they represent what you 
believe is the total quantity of these 
items throughout the project? 

This allowance is described as 
"Existing Ceiling Tile 
Removal/Replacement." Is the 
replacement part reinstalling the tile 
that was taken down or is it 
replacement with new material? 
Should this allowance also include 
the ceiling grid? 

Bidder to assume removal of existing tiles as 
required for above ceiling installation. Provide 
allowance for replacement of ceiling grid as well in 
addition to new ceiling tiles. 

Please confirm who's responsible 
for providing 123616 Stainless Steel 
Sinks tagged as LSA. 

See response to RFI-20. 

Who is responsible for paying for 
the Special Inspections? 

All Special Inspections requirements are provided 
by the University. 

We understand all the parking 
considerations that were mentioned 
at the probed meeting, but just to 
confirm, when we are allowed to 
park in the parking deck, say around 
summertime, will there be a cost to 
park? 

Clarification for parking requirements shall be 
provided in Addendum #2 and updated in the 
015000 Temporary Facilities and Controls 
Specification section. 

Specifications mention that there will 
be no cost for permitting, but we are 
to carry costs for tap/impact fees. 
Please confirm these fees are to be 
paid to City of Charlotte-
Mecklenburg, so as to properly 
include the costs in the base bid. 

Requirements are provided in Article 10 of the 
General Conditions. 

If the project is delayed or extended 
due to rock removal and/or 
excavation, will the GC have the 
ability to submit for costs incurred 
due to this extension, beyond the 
unit cost adjustment requested? 

No additional extensions are being provided. 

The spec lists Morin's Matrix profiles 
MX-1 and MX-10 as the BOD for the 
wall panels. However, the elevations 
don't call out where each profile 
goes. Could you please revise the 
elevation drawings to show where 
each profile should go. (A-211, A-
212, A-213 and spec 07 4213.13) 

Revised Elevation indicating profile locations shall 
be provided in Addendum #2. 

Detail 3 on A-311 shows an air 
barrier behind wall type A1 near the 
roof. However, it is not shown on the 
blow up on 6/A-352. Please clarify 
the intent. 

Reference for air barrier in Wall Section 3/A-311 
shall be removed. Refer to Exterior Wall Types on 
A-311 for general guidance on assemblies. 
Coordinate with Section Details and Plan Details for 
specific conditions and transitions. 

Can you please provide a detail for 
the heavy-duty concrete paving. 

See Detail B2/C-310. 

Lab Contractor
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Are there any lockers on the project 
that are specified in 105113 or 
105143?  The Lockers on the Lab 
Equipment drawings appear to be 
part of the Lab equipment package.  

Yes, refer to A-421 and lockers noted as "Student 
Lockers" on floor plan; these shall comply with 
105113 Metal Lockers. Section 105143 Wire Mesh 
Storage Lockers is for items labeled as "Large Wire 
Mesh Cage Storage" and "Tall Project Cage." 

Please provide a specification for 
the lab coat hooks shown on A411. 

Basis of design product is noted on 4/A-411. 

Please provide a specification for 
the Compressed Air and Power 
Reels shown on the L-400 drawings.   

Compressed Air Reels are specified in 115300, 2.2. 
Power Reels are specified on E-402. 

Regarding the OFCI mechanical 
equipment controllers (for AHU's, 
ERU's, VAV's, etc) does the owner 
furnished component include all 
controls and instrumentation 
devices as well? 

Owner shall provide complete list of OFCI 
equipment. 

 
 
 
END OF ADDENDUM NO 01 
 


